Appendix A — Wholesale Water Shortage Contingency Plan

APPENDIX A
WHOLESALE SYSTEM
WATER SHORTAGE CONTINGENCY PLAN

A.l WHOLESALE SYSTEM WATER SHORTAGE CONTINGENCY PLAN
This Wholesale Water Shortage Contingency Plan (Wholesale WSCP) presents the San Juan
Water District’'s (SJWD or District) plan and approach for identifying and mitigating various
wholesale water shortage conditions should they arise. This Wholesale WSCP satisfies the
requirements of California Water Code (CWC) §10632 and has been produced as part of
SJWD’s 2025 Urban Water Management Plan (UWMP) update, although SJWD’s Wholesale
WSCP and Retail WSCP can be amended, as needed, without the need to amend the UWMP. It
is noted, the CWC does not prevent the District from taking actions not specifically contained
in its WSCPs in response to supply shortage conditions.

The District maintains a companion Wholesale Surface Water Supply and Water Shortage
Management Plan (WSMP) that provides additional detail specific to the District’s
implementation of its responsibilities to allocate water supplies pursuant to its Wholesale
Water Supply Agreements with the Wholesale Customer Agencies (WCAs) — City of Folsom,
Citrus Heights Water District, Fair Oaks Water District and Orangevale Water Company.

A.l.l.  LEGAL AUTHORITIES

SJWD is organized under the Community Services District Law (California Government Code
(cGC) §861000-61250)% and is authorized to acquire and control waters for beneficial uses
(CGC §61100 and CWC §71610). This authorization is, and has been, carried out consistent with
Article X, Section 2, of the California Constitution, which declares and requires that water
resources of the State be put to beneficial use to the fullest extent of which they are capable,
and that the waste or unreasonable use of water be prevented.

SJWD's power to enact and enforce water shortage contingency plans is found in CWC
§71640, which authorizes SIWD to restrict the use of water it supplies during any threatened or

51 The Community Services District Law states at §61100, “Within its boundaries, a district may,...Supply water for any
beneficial uses, in the same manner as a municipal water district, formed pursuant to the Municipal Water District Law of
1911, Division 20 (commencing with Section 71000) of the Water Code.”
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existing water shortage, and to prohibit wastage of water during such periods. SIWD is
authorized to prescribe and define by ordinance such restrictions, prohibitions and exclusions
as SUWD determines to be necessary (CWC §71641). SUWD'’s findings as related to its adopted
restrictions, prohibitions and exclusions continue unchanged unless and until a contrary
finding is made by the SUWD Board by resolution or ordinance (CWC §71642).

The aforementioned powers derived from SJWD's organizing statutes are in addition to
general powers granted to water distributors in CWC §§350-359 and §§375-378. CWC §350
authorizes the governing body of a distributor of a public water supply to declare a water
shortage emergency whenever it finds and determines that the ordinary demands and
requirements of water consumers cannot be satisfied without depleting the water supply of
the distributor to the extent there would be insufficient water for human consumption,
sanitation, and fire protection. Upon a finding of such an emergency condition, the distributor
can adopt such regulations and restrictions on the delivery and consumption of water as will
conserve the water supply for the greatest public benefit, with particular regard to domestic
use, sanitation, and fire protection (cwc §353). The regulations and restrictions remain in
force and effect until the supply of water available for distribution within such area has been
replenished or augmented, and restrictions may include the right to deny new service
connections and discontinue service for willful violations (CWC §355 and §356).

SJWD's Board of Directors (Board) has also ratified other policies, rules, and plans to identify
and manage supply-shortage conditions and initiate appropriate response actions. SUWD's
WSMP aims to address situations when available wholesale supplies are insufficient to meet
all WCA wholesale demands, including those of SUWD’s Retail customers. The WSMP was
originally developed in 2008, recently updated, and the revised WSMP was adopted by the
District’s Board of Directors on April 28, 2021.

If conditions warrant, SUWD will coordinate with any city or county within which it provides
water supply services for the possible proclamation of a “local emergency” pursuant to the
California Emergency Services Act (see CGC §8558).

A.l.2. WATER SUPPLY RELIABILITY ANALYSIS

As part of SUWD’s UWMP, reliability planning was conducted to evaluate the SJIWD’s ability to
meet wholesale demands. Two separate efforts were conducted to characterize both long-
and near-term reliability scenarios. A Water Reliability Assessment incorporating analyses of
a normal water year, a single dry year, and a drought lasting five consecutive years, has been
conducted to evaluate the District’s long-term supply/demand balance over the next 25
years, in five-year increments. A Drought Risk Assessment has also been conducted which
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assumes the occurrence of a drought over the next five years, and provides an assessment of
the District's near-term reliability.

Results of both Assessments identified above are presented in detail in the District’'s 2025
UWMP and conclude SJWD has sufficient wholesale supplies through 2050 to meet demands
under the normal, single dry year, and five-year drought conditions. Similarly, the District’s
Drought Risk Assessment demonstrated SJWD would be able to access and deliver sufficient
supplies to meet expected wholesale demands during a drought occurring over the next five
consecutive years (2026-2030). It is noted that regulatory and/or State emergency
declarations have in the past required the District to conserve significant amounts of water
notwithstanding having sufficient supplies available to meet higher customer demands. This
could occur again in the future, with SUWD having to make a supply shortage stage
declaration pursuant to this WSCP, triggered by external regulatory requirements rather than
its actual water supply availability.

A.1.3. ANNUAL WHOLESALE WATER SUPPLY AND DEMAND ASSESSMENT

PROCEDURES
The District conducts an Annual Wholesale Supply and Demand Assessment to help inform
water resources management decisions for the coming year. The analysis incorporates
numerous data sources and evaluation criteria to project probable demands and supply
availability, as well as coordination with the WCAs.

The Annual Wholesale Water Supply and Demand Assessment process is a collaborative
effort conducted in consultation with the WCAs. The District may modify this process based
on available data, significant events, process restrictions, or other external factors that may
impact the process. Pursuant to the WSMP, and this WSCP, the Board maintains exclusive
purview to make a shortage declaration.

The general procedure for developing the annual wholesale water supply/demand
assessment is as follows:

1. Compile existing weather data and available forecasts.

2. The projected dry year supply availability is based on the District’s Single Dry Year supply
availability as detailed in its 2025 UWMP (approximately 46,750 acre-feet). SIWD may
modify this supply availability based on conditions at the time of the assessment.

3. Receive and review unconstrained demand projections for SJIWD Retail and the WCAs.
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4. Assess available wholesale supply based on projections for current year and dry year
scenarios.

5. Identify and incorporate any applicable constraints (infrastructure, regulatory, etc.)
regarding accessibility of supply, as well as delivery thereof.

6. Compare projected wholesale supplies with anticipated wholesale demands.

7. Develop, analyze, and propose water resource management strategies to address the
projected demand to supply comparison, including reference to the water shortage
stages identified in the District’s Retail WSCP as well as coordination with the WCA'’s
respective WSCPs.

8. Annual Wholesale Water Supply and Demand Assessment (and proposed conservation
stage declaration, if applicable) presented to the SIWD Board of Directors.

The general proposed timeline is as follows:
e Begin assessment by District staff and WCAs - February
e Present assessment to Board of Directors — April

e Submit to State per CWC §10632.1 — No later than July 1

A.1.4. 'WATER SHORTAGE STAGES

The District’'s WSCP includes operational criteria for a “Normal Water Supply” condition as well
as for four water shortage stages. Results from the Annual Wholesale Water Supply and
Demand Assessment dre presented to the Board to determine if a respective shortage stage
needs to be declared. The WSMP provides procedures and process for SUWD actions and
supply delivery reductions based on each respective WCA's past supply deliveries and other
factors. The percent reduction of supply deliveries will be determined for each respective
WCA and under each respective declared shortage condition. The five supply stages are:

Normal Water Supply: No restrictions on supply availability
Stage 1 — Alert: Up to 10 percent supply shortage

Stage 2 — Warning: Up to 25 percent supply shortage
Stage 3 - Crisis: Up to 50 percent supply shortage

Stage 4 - Emergency: Over 50 percent supply shortage
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The stages presented in this Wholesale WSCP differ from the State-identified shortage levels
of 10, 20, 30, 40, 50, and greater than 50 percent shortage. Pursuant to CWC §10632(a)(3)(B),
Table A-1 cross-references this Wholesale WSCP’s shortage levels to the State-identified
levels. SUWD supply characteristics and reliability are better suited for the existing four
drought stages identifying 10, 25, 50, and >50 percent supply shortages.

TABLE A-1: CORRESPONDING SHORTAGE LEVELS

State Mandated Shortage Levels ‘ SJWD WSCP Stages

Stage 1: 0-10% Stage 1-Alert 0-10%
Stage 2: 10-20% Stage 2 -Warning 10-25%
Stage 3: 20 - 30% Stage 2—War-n?ng 10-25%

Stage 3 - Crisis 25-50%
Stage 4:30-40% Stage 3 - Crisis 25-50%
Stage 5:40-50% Stage 3 - Crisis 25-50%

Stage 6: >50% Stage 4 - Emergency >50%

A.1l.5. COMMUNICATION PROTOCOLS

Communication protocols for the Wholesale WSCP include outreach and notification to the
WCAs and customers and entities within the District upon a change in stage declaration.
Such communication will be delivered by direct-mail, electronic mail, District website, and
media outlets. Other regional agencies, including the Regional Water Authority (RWA), will be
notified of the initiation of the identified shortage stage and subsequent Wholesale WSCP
stage declarations.

SJWD will coordinate with its WCAs, Placer County Water Agency (PcwA), Sacramento
Suburban Water District (SSWD), the City of Folsom, as well as the counties of Placer and
Sacramento, if anticipated water supplies and demands necessitate the declaration of a
local emergency.

A.1.6. FINANCIAL CONSEQUENCES OF WSCP

Decreased revenues and increased costs are expected during water shortage conditions.
Assuming a reduction in sales commensurate with a particular WSCP stage declaration, a
decrease in total revenues in the range of 3 to 10 percent may be expected. Over time, the
District has implemented a wholesale rate structure that is less dependent on volumetric-
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based deliveries with revenues for wholesale deliveries being more dependent on fixed
charges.

Public outreach and regional coordination efforts are expected to increase total costs to the
District when operating under a water shortage condition. These additional efforts become
prioritized for current staff, and other normal work efforts and projects are likely to be delayed
or reassigned. If conditions warrant, the District may need to hire additional staff or seek
assistance through third-party service providers.

Although wholesale water deliveries decreased overall during the last drought (FY 2019-20
through FY 2021-22), various factors and actions resulted in water rate revenue only declining
approximately 4.7 percent during those Fiscal Years.

Expenses affected by a drought include the cost of purchased water, power costs to pump
water, and water efficiency program costs. Water purchase costs can fluctuate significantly
depending on the year. Power costs will decrease with less pumping and treatment. Water
efficiency program costs increase due to the need to amplify conservation messaging
throughout the Wholesale system service area.

Historically, savings resulting from reduced costs of purchased water and energy have been
greater than the costs associated with increasing the District’'s conservation program efforts.
For example, during the last drought the cost of purchased water fell, chemical costs fell and
water efficiency program costs increased. Taken together, reflecting the different scales of
these expense categories, the District experienced a net decrease in their combined costs.
Ultimately, these savings partially mitigated the impact of the rate revenue reduction over
the same period.

Most of the District’s operating expenses are fixed, meaning the costs of maintaining and
operating the system do not change much based upon more or less water flowing through
the distribution system for delivery. Variable costs, which are closely related to the amount of
water delivered, include power for the water treatment plan, chemicals for water treatment,
as well as the actual cost of water.

As a consequence of the District recently applying rate increases to the fixed component of
the rate, future droughts should have less impact on revenues than that seen in previous
droughts.

SJWD maintains financial reserves that can be used to buffer potential revenue impacts of
reduced wholesale and retail water sales during a WSCP stage declaration, should it be
prudent to do so. These reserves are a tool that can be used by the District to maintain more
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stable rates during times of imbalanced revenues and expenses that may be caused by
reduced water usage during dry periods. In addition to utilizing financial reserves, the District
may enact a range of financial management actions depending on the specific situation
that could include:

e Enact Drought Rate structure (Stage 2 and higher)
e Capital project deferment

e Operational and maintenance expense deferment

A.1.7. PLAN ADOPTION, SUBMITTAL, AND AVAILABILITY

The Wholesale and Retail WSCPs (including subsequent updates) shall be adopted in
accordance with standard District procedures, including requirements for public participation
(public hearing), and approval by the SIWD Board of Directors. Upon adoption, the WSCPs will
be submitted to DWR within 30 days. The adopted WSCPs will be available on the District’s
website, as well as at the District office.

2025 UWMP - Final A-7
SAN JUAN WATER

SINCE 1854



	Executive Summary  Layperson’s Description
	ES-1 San Juan Water District
	ES-2 Water Service Reliability

	CHAPTER 1  Introduction
	1.1. Background and Purpose
	1.2. Basis for Plan Preparation
	1.3. Coordination and Outreach
	1.3.1. Water Supplier Information Exchange

	1.4. Public Hearing, Adoption, and Submittal
	1.5. Document Organization

	CHAPTER 2  Water Service and System Description
	2.1. Service Area Climate
	2.1.1. Service Area Population and Demographics
	Retail System Population
	Wholesale System Population
	Comparison with Prior Population Projections


	2.1.2. Economic Factors and Conditions
	2.1.3. Current and Projected Land Use
	Future Customer Connections – Retail System
	2.1.4. Other Relevant Service Area Descriptors
	2.2. Delivery System Details
	2.2.1. Energy Intensity
	2.2.2. Future Climate Change Impacts for Consideration


	CHAPTER 3  Water Supply
	3.1. Wholesale System Water Supply Sources
	3.1.1. American River Pre-1914 Water Right Claim
	3.1.2. American River 1928 Water Right - License 6324
	3.1.3. San Juan Water District Settlement Contract
	3.1.4. CVP WIIN Act Repayment Contract
	3.1.5. PCWA Contract
	3.1.6. Water Forum Agreement Voluntary Commitment

	3.2. Retail Dry Year Water Supply
	3.3. Climate Change
	3.4. Additional Water Supplies
	3.4.1. Indirect Water Reuse and Recycled Water
	3.4.2. Desalinated Water
	3.4.3. Water Transfers and Exchanges

	3.5. Water Quality
	3.6. Planned Water Supply Projects
	3.7. Water Supply Summary

	CHAPTER 4  Water Use
	4.1. Current Customer Water Use
	4.1.1. Retail Customer and WCA Water Use: 2021 to 2025
	4.1.2. Existing Retail Distribution System Losses
	4.1.3. Water Loss Control Standard

	4.2. Compliance with 2020 Water Use Target
	4.2.1. Compliance with 2020 Urban Water Use Target

	4.3. Demand Management Measures
	4.3.1. Demand Management Measures for Wholesale Suppliers


	Metering
	Public Education and Outreach
	Wholesale Supplier Assistance Programs
	Asset Management
	4.3.2. Retail Demand Management Measures

	Water Waste Prevention Ordinances
	Metering
	Conservation Pricing
	Public Education and Outreach
	Programs to Assess and Manage Distribution System Real Loss
	Retail Water Efficiency Department Coordination and Staffing Support
	Other Demand Management Measures
	Hot Water Demand Rebate
	Smart Irrigation Timer Rebate
	High Efficiency Clothes Washing Machine Rebate
	Landscape Irrigation Reviews
	Turf Replacement Rebate
	High Usage Courtesy Notifications
	Irrigation Leak Locating Assistance
	Water Efficient Informational Workshops
	Landscape Trouble-Shooting Assistance
	4.3.3. Conservation Program Implementation over the Past Five Years
	4.3.4. Planned Implementation

	Planned DMM Budget
	Priority DMM Programs
	Public information/Outreach
	School Education
	Landscape Programs (including Irrigation Efficiency Rebate Program)
	Water Audits
	High Use Notifications
	Water Loss Control Program
	Additional Programs for Consideration:

	Optional DMM Programs
	Planning for Future DMM Programs
	4.4. Forecasting Customer Use
	4.4.1. Representing Current Retail Customer Water Use
	4.4.2. Factors Affecting Future Customer Use


	Water Conservation Directives
	Urban Water Use Objectives
	Requirements in California Building Code
	California Model Water Efficient Landscape Ordinance and County Ordinance
	Prohibition of Nonfunctional Turf
	4.4.3. Forecast of Retail Water Use

	UWUO – Residential Water Use Targets (Retail)
	4.4.4. Forecast of Wholesale Water Use
	4.4.5. Summary of Projected Water Use
	4.4.6. Adjusting Water Use Forecasts for Single-Dry and Multiple Dry Conditions
	4.4.7. Climate Change Conditions
	4.5. Forecasting Water Use for the Drought Risk Assessment (DRA)
	4.6. Projecting Disadvantaged Community Water Use

	CHAPTER 5  Water Service Reliability
	5.1. Five Year Drought Risk Assessment
	5.2. Long Term Service Reliability
	5.2.1. Long Term Service Reliability
	Normal and Single Dry Conditions 2030-2050

	Five Consecutive Dry Years 2030-2050

	5.3. Annual Reliability Assessment
	5.4. Water Supply Reliability Summary

	CHAPTER 6  Water Shortage Contingency Plan
	Appendix A Wholesale System Water Shortage Contingency Plan
	A.1. Wholesale System Water Shortage Contingency Plan
	A.1.1. Legal Authorities
	A.1.2. Water Supply Reliability Analysis
	A.1.3. Annual Wholesale Water Supply and Demand Assessment Procedures
	A.1.4. Water Shortage Stages
	A.1.5. Communication Protocols
	A.1.6. Financial Consequences of WSCP
	A.1.7. Plan Adoption, Submittal, and Availability

	Appendix B Retail System Water Shortage Contingency Plan
	B.1. Retail System Water Shortage Contingency Plan
	B.1.1. Legal Authorities
	B.1.2. Water Supply Reliability Analysis
	B.1.3. Annual Water Supply and Demand Assessment Procedures
	B.1.4. Water Shortage Stages
	Normal Water Supply

	B.1.5. Cross-reference to State Mandated Water Shortage Levels
	B.1.6. Enforcement and Variances
	B.1.7. Communication Protocols
	B.1.8. Financial Consequences of WSCP
	B.1.9. Monitoring and Reporting
	B.1.10. Response Action Estimates
	B.1.11. WSCP Refinement Procedures
	B.1.12. Plan Adoption, Submittal, and Availability
	B.1.13. Seismic Risk Assessment and Mitigation Plan

	Appendix C Adopting Resolutions
	Appendix D DWR Submittal Tables
	2025 Submittal Tables_SJWD.pdf
	GHOST
	Table 2-1 R
	Table 2-2
	Table 2-3
	Table 2-4 R
	Table 2-4 W
	Table 3-1 R
	Table 3-1 W
	Table 4-1 R
	Table 4-1 W
	Table 4-2 R
	Table 4-2 W
	Table 4-3 R
	Table 4-5 R
	Table 4-6 R
	Table 5-1 R
	Table 6-1 R
	Table 6-1 W
	Table 6-2 R
	Table 6-3 R
	Table 6-3 W
	Table 6-4 R
	Table 6-4 W
	Table 6-5 R
	Table 6-5 W
	Table 6-6 R
	Table 6-7 R
	Table 6-7 W
	Table 6-8 R
	Table 6-8 W
	Table 6-9 R
	Table 6-9 W
	Table O-1B
	Table 7-2 R
	Table 7-2 W
	Table 7-3 R
	Table 7-3 W
	Table 7-4 R
	Table 7-4 W
	Table 7-5 R
	Table 7-5 W
	Table 8-1
	Table 8-2 R
	Table 8-2 W
	Table 8-3 R
	Table 8-3 W
	Table 10-1 R
	Table 10-1 W

	2025 Submittal Tables_SJWD.pdf
	GHOST
	Table 2-1 R
	Table 2-2
	Table 2-3
	Table 2-4 R
	Table 2-4 W
	Table 3-1 R
	Table 3-1 W
	Table 4-1 R
	Table 4-1 W
	Table 4-2 R
	Table 4-2 W
	Table 4-3 R
	Table 4-5 R
	Table 4-6 R
	Table 5-1 R
	Table 6-1 R
	Table 6-1 W
	Table 6-2 R
	Table 6-3 R
	Table 6-3 W
	Table 6-4 R
	Table 6-4 W
	Table 6-5 R
	Table 6-5 W
	Table 6-6 R
	Table 6-7 R
	Table 6-7 W
	Table 6-8 R
	Table 6-8 W
	Table 6-9 R
	Table 6-9 W
	Table O-1B
	Table 7-2 R
	Table 7-2 W
	Table 7-3 R
	Table 7-3 W
	Table 7-4 R
	Table 7-4 W
	Table 7-5 R
	Table 7-5 W
	Table 8-1
	Table 8-2 R
	Table 8-2 W
	Table 8-3 R
	Table 8-3 W
	Table 10-1 R
	Table 10-1 W

	2025 Submittal Tables_SJWD.pdf
	GHOST
	Table 2-1 R
	Table 2-2
	Table 2-3
	Table 2-4 R
	Table 2-4 W
	Table 3-1 R
	Table 3-1 W
	Table 4-1 R
	Table 4-1 W
	Table 4-2 R
	Table 4-2 W
	Table 4-3 R
	Table 4-5 R
	Table 4-6 R
	Table 5-1 R
	Table 6-1 R
	Table 6-1 W
	Table 6-2 R
	Table 6-3 R
	Table 6-3 W
	Table 6-4 R
	Table 6-4 W
	Table 6-5 R
	Table 6-5 W
	Table 6-6 R
	Table 6-7 R
	Table 6-7 W
	Table 6-8 R
	Table 6-8 W
	Table 6-9 R
	Table 6-9 W
	Table O-1B
	Table 7-2 R
	Table 7-2 W
	Table 7-3 R
	Table 7-3 W
	Table 7-4 R
	Table 7-4 W
	Table 7-5 R
	Table 7-5 W
	Table 8-1
	Table 8-2 R
	Table 8-2 W
	Table 8-3 R
	Table 8-3 W
	Table 10-1 R
	Table 10-1 W




